It has been recognized recently that when injecting renewable energy source power to a load bus which connected to a distributed feeder in a power grid system, a stability problem occurs particularly when having high fault duties that exceeding the circuit breaker ratings at some substations. In this paper an analysis of power flow, short circuit, stability and protection is given in detail to an example of limited 7-bus power grid system. Comparison is illustrated between power grid with and without distributed generators regarding bus voltages, fault currents, critical power angles, selected current transformers and over current relay settings in each bus.
Introduction
Recently, it is noticed that stability problem in power generation and relay setting problem occur due to high fault in distribution feeders which may be probably caused by injecting a distribution generator in the load buses. Consumers like to use renewable energy sources installed in their home, factories, hospitals or moles and get a license to connect them to the power grid. The connection is found to be at distribution feeders which connected to the substation buses. This causes sometimes high fault duty and instability in the grid as well as exceeding the values of relay rate in some substations.
problem and avoided by calculating the critical angle and the corresponding critical clearing time to set up the over current relay at each bus.
The analysis started by load flow [5] using Gauss-Seidel method to calculate the optimum bus voltages by selecting suitable slack bus in the system. This is followed by calculating the fault current and the corresponding bus voltages at transient [6] considering the bus impedance matrix which is the inverse of the bus admittance matrix. Stability analysis is represented by calculating the critical angle in each bus based on the reactance values of the diagonal in the bus impedance matrix and the pre-fault bus voltages from load flow results with the transient voltages during fault from the short circuit results [7] . This is followed by the calculation of the critical clearing time assuming a constant moment of inertia in all turbine-generator system. This time is used for setting the relay and circuit breaker at each bus [8] .
Power Grid Model
An example is taken for this analysis represented by a simple power network [8] .
It consists of 7 buses; the first 2 are considered fusel fuel power stations referred to generating bus which generates 22 kV each. The next 3 buses are transmission busses include 5 transformers and 4 transmission lines (3 medium with 275 kV and one short with 132 kV). The last 2 are the distribution buses, one for heavy industrial area and one for residential area. Bus 6 step down from 33 kV to 11 kV in 3 distributed feeders and then to 400 V to the shop moles, hospitals and schools. Bus 7 is connected to 20 distributed feeders with 6.6 kV each then step down to 400 V to about 85 houses or flat units or shops in each feeder. These 2 bus loads are combined in one total load in each bus as shown in Figure 1 . The consumers in these 2 areas like to install a renewable energy sources in each feeder connected to the grid. These are represented by distributed generators connected to the bus 6 and 7 giving the total power generation values as shown in Figure 2 . In order to investigate the process of calculation of power and line flow, the powers of the distributed generators (DG) are considered to be less than the power of loads in bus 6 and 7. The per unit values of power, admittance and impedance of all components in the grid can be calculated from its concept. These values are given in the network of Figure 3 . Admittance and impedance matrices can be easily obtained, as in (1), (2), (3), (4 
Load Flow Investigation
Gauss-Seidel method is applied to this power network in both cases, with and without distributed generators. A numerical solution for the per unit bus voltages at steady-state is performed from (A3) using MATLAB program for this particular system. The solution of voltage values in each bus is repeated 7 times for a selected slack bus with 1 per unit voltage. Table 1 shows the bus voltage values when selecting each bus as slack.
It can be seen from Table 1 The number of iterations to reach the accuracy of Gauss method is compared between the 2 cases in Figure 5 .
The analysis is processed to evaluate the bus current from (A4) and the gene- 
Short Circuit Investigation
A symmetrical 3-phase fault is used, and the calculation of fault current in each bus is obtained from (A7). Figure 9 shows the magnitude of fault currents in both cases using the diagonal of the impedance matrix (2) and (4) with the bus voltages of Figure 4 . The calculation of the transient bus voltages during fault are determined from (A8) and given in Table 2 and Table 3 .
In Figure 9 , fault current without distributed generators in power grid network is lower than the fault current with distributed generators. It is clearly indicate that placing distributed generators at bus 6 and 7 causes an increase of the fault current at all buses. This shows that the presence of distribution generators in a network affects the short circuit level of the network. It creates an increase in the fault currents when compared to normal conditions at which no distributed generators is installed in the network. The maximum increase is at bus bar 6 which contributed 75.25% and this seems to be quite reasonable as the distributed generators is located at this bus. The distance between the distributed generators and the fault is too small and the current is not damped at all. This close distance leads to an increase in the percentage of distributed generators contribution to the fault, Journal of Power and Energy Engineering other buses is less than that at bus 6 due to the far distance of the fault location from both utility and distributed generators. The second highest fault current reported is with the fault location at bus 5 which has a fault percentage of 68.37%. Table 2 , Table 3 show the magnitude of bus voltages during fault at each bus for the case of grid with and without solar power injection by using bus 5 as slack. By comparing the magnitude of bus voltage among all the buses, bus voltages nearby the bus bar which fault occurs will be increased whereas bus bar which is far apart to the fault location also increases when injecting the distri- The figures show the magnitude of line loss in each transmission lines during fault at each bus for the case of grid with and without distributed generators by using bus 5 as slack. By comparing the power loss at bus 5, 6 and 7, the magnitude of power loss is observed to decrease when there is additional generators which is important to achieve a better reliability of the system with reduced losses. Normally, it is assumed that losses decrease when generation takes place closer to the load site. According to [8] , researchers concluded that solar power injection reduces the transmission losses but Figure 12 shows that locating distributed generators will be minimizing power losses at bus 5, 6 and 7, and maximizing power losses at bus 1, 2, 3 and 4. By comparing the power loss at bus 3, 4, there are slightly increase on power loss for each transmission line. This indicates that there is effect on power loss when at bus 3, 4 in case of with DG. Power loss will be significant decrease when the transmission line is closer to the location of DG and slightly increase when the location of distributed generators is far away. When fault occurs at bus 5, power loss is highest for the 2 cases. This indicates that protection devices need to be considered to reduce power loss. When a short to earth or power loss is greater than 0.1 per unit MVA occurs, protection is needed to disconnect all the equipment to save all lines. Impedance relay can be used for protection the transmission line. When a fault appears on the transmission line, the impedance setting in the relay is compared to the apparent impedance of the transmission line from the relay terminals to the fault. If the relay setting is determined to be below the apparent impedance it is determined that the fault is within the zone of protection.
Stability Analysis
Stability can be determined by the power-angle Formula (5) at both steady-state and transient. The power angle has 3 values, 2 at pre fault (the initial δ o and maximum δ m ) and one at transient (the critical δ cr ). Critical angle is calculated at each bus when the fault occurs at any of the 7 bus and as referred to one of the 4 generators. Values given in Table 2, Table 3 , impedances (2), (4) 
where the subscripts, i = 1, 2, 3, 4, j = 1, 2, , 7. P i is the mechanical turbine power at steady-state = 1 per unit.
Steady-state values of voltages Figure 4 and reactance of the diagonal in (2) and (4) are substituted in the pre-fault Formula of (5) to obtain δ o , δ m . While the voltages Table 2 , Table 3 and reactance values during fault are substituted in the transient form of (5) to obtain δ cr by using equal area formula (A9).
Equal area criterion is applied to obtain the critical stability which relates to the critical clearing angle. Figure 13, Figure 14 are example of the equal area. Figure 13 shows the areas in a certain bus when the fault occurs at the same bus, where 0 P′ = since its bus voltage drops to 0, while Figure 14 shows the areas as related to another bus, where 0 P′ ≠ , since its bus voltage drops to a certain value.
Critical angle is obtained in degree by trial and error or MATLAB code taking several iterations for an accurate result. Tables 4-9 present the values obtained for the critical clearing angles in each bus due to fault occurs at each bus for the cases of without and with distributed generators as referred to each of the 4 generators. The empty slots indicates that the angle is indeterminate in which the power-angle curve at transient is closed to the steady-state curve, where the areas are undefined and thus the system shows that the stability is performed, since Table 6 . Critical angle at each bus as referred to G1 and with DG. Table 7 . Critical angle at each bus as referred to G2 and with DG. Table 9 . Critical angle at each bus as referred to G4 and with DG. the generator is not swinging. Figure 15 illustrates one case for indeterminate the critical angle. It can be recognized from results in Table 4 and Table 5 that when the distributed load bus 6, 7 have no generators connected the chance of instability occur in the power stations generators 1 and 2 is high since the critical angle in bus 5, 6 and 7 are low for any fault can occur at any bus. But when connecting the distributed generators to bus 6 and 7, the critical angles increase at these buses from the results of Table 6 , Table 7 , which means that the stability is improved for generators 1 and 2, although the fault currents are high in these buses as compared to without distributed generators case. For the results of Table 8 , Table 9 it is believed that the distributed generators 3, 4 are seems to be stables for any fault can occur at any bus since the values of critical angle is moderate.
Critical clearing time can therefore be found from the Form (6) which gives the maximum clearing time period before instability and is used as the operating time in the over current relay to obtain the multiple time setting. Figures 16-19 show the critical time values in second in each bus as referred to the generators.
The time of Equation (6) is obtained from the inverse integral of load angle in the power form which includes inertial, damping and synchronizing power coefficients with Form (5). 
where J is the moment of inertia which is assumed to be 2 per unit and δ o is the initial angle calculated from the pre-fault Form of (5) . It is seen that when the distributed generators are injected in the load busses the critical time increased in all busses which indicates that it give more time to clear before instability. This states that grid with distributed generators is more stable than the grid without distributed generators, although the fault currents are much higher.
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Protection
This section determines the selection of current transformers for over current relays types CO8, CO9 and CO11, which relates to standard inverse SI, very inverse VI and extremely inverse EI, respectively. This is followed by calculating time multiple setting TMS and current settings of the relay at each bus considering the optimum fault currents and operating times are the minimum values given in Figure 9 , Figure 16 , Figure 17 . Table 10 summarizes the per unit currents, actual current in Amper and operating times in sec.
The base currents are calculated from the base voltage at each bus and 500 MVA base powers using the Formula (7) 3 , 1, 2, , 7
The distributed bus 6, 7 are protected from the feeders, 3 feeders connected to bus 6 and 20 to bus 7.
Current transformers therefore, can be selected based on the values of actual fault current given in Table 10 . Pick up current I p and current settings as well as the time multiple setting for each relay type are then determined From (8) and given in Table 11, Table 12 .
( ) By this setting relays will trip slightly before critical time when a symmetric fault occurs at its bus.
Conclusions
A detailed analysis and computation are presented in this paper for load flow, short circuit, stability and protection by taking a simple example of a limited 7-bus power grid system in 2 cases, without and with distributed generators. Calculations of bus voltages at steady-state and transient with fault current at each bus are investigated and compared by Gauss method and impedance matrix in per unit values. Stability analysis based on power-angle characteristics and equal area criterion to calculate the critical load angle and critical clearing time for the 2 cases is given for each bus when a symmetric 3-phase fault occurs at each bus. This is followed by selecting suitable current transformers and setting the current and time multiple setting of three types of over current relays that are set to trip at critical stability time to protect the system. Optimum values of bus voltages are determined to select a suitable slack bus that gives lower power loss in the grid. The results show that injecting distributed generators doesn't have any negative impact on the grid, but helps to reserve the energy consumption in the load bus. Moreover, distributed generators make the grid system more stable. This is because of the increasing value of critical clear-Journal of Power and Energy Engineering ing angle in the result of with distributed generators in most of busses for any fault location.
However, penetration of any distributed generators into a power grid system causes an increase in the fault level of the network at any fault location. Presence of the distributed generators in a location close to the substation or bus bar causes a decrease in the bus voltage during fault and the bus voltage will be increase for bus bar that is far away from the fault location but the fault current is still increased. As the distance between the bus bar and the fault location increases, the value of the bus voltage increases. In the 3-phase fault, the voltages at faulted bus phases dropped to zero during the fault.
